School IAQ Walk - Through
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Putting IAQ Info into Action
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Why School IAQ Problems ?

A Unintended exposures (lack of awareness)

A Limited resources for maintenance and
custodial

A Solutions:
I Education and awareness
I Recognize importance of good practices
| Establish an IAQ program
I Integrate at all levels



EPA Tols for Schools Program
Launched in 1995
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Carbon Dioxide CO, Measurements

44 Schools 2008 - 2009

All or Most Rooms > 1,000 ppm

35 of 44 schools with 50% or more rooms above 1,000 ppm

~50% Rooms > 1,000 ppmi

A "few" Rooms > 1,000 ppm
6

All Rooms < 1,000 ppm
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36 Schools
faulty exhaust fans

7 8 Schools
exhaust fans OK

44 Schools 2008 - 2009
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Deodorizers
36

44 Schools 2008 - 2009

Schools with IAQ Sources

Animals 11

High VOC
Markers 26

Chemicals 22
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Incorrect Air 44 Schools 2008- 2009

Flows 36

Stained
Ceilings
29
High
Particulates

Poor
Custodial
12




Multitude of
possible exposures:

Particulates
Molds
Mites
VOCs
Fumes
Diesel
Formaldehyde
Radon
Asbestos
Chemicals/Pesticides
Rodents/Insects

Combinations




Perception of Risk

People tend to f ec
understand




